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NOlE: 
1. CONDUIT RISER SHALL BE MAlED TO 

MElER BASE WITH AN APPROPRIAlELY SIZED 
THREADED MALE ADAPlER AND LOCKING 
RING. 
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STANDARD INSTALLATION 
-

ALTERNATE ROLL LOCK INSTALLATION 2. 

* NOlE: USE 45" ELBOWS WITH FOOlER FOUNDATIONS 
USE 90" ELBOWS WITH MONOLITHIC SLAB FOUNDATIONS 
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WHENROLL LOCK IS INSTALLEDBRICK MUST BE CUT AWAY SO THAT THE CONDUITTO THE METERBASE IS A STRAIGHT 
RUN, OR FUR METERBASE OUT AWAY FROMHOUSESO THAT CONDUITWILL BE STRAIGHT(SEE ALTERNATEROLL LOCK 
INSTALLATION2). CONDUITSHALL NOT HAVE ANY BENDSWHETHERHEATEDOR PREFORMEDELBOWSWHENENTERINGMETER 
BASE. ONLY 270 DEGREESOF BENDSARE ALLOWEDIN ANY UNDERGROUNDSERVICEBEINGRUN. 
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